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1. SEE AS1-111A FOR GROUND FLOOR DEMOUNTABLE
PARTITION LOCATIONS. SEE AS1-121A FOR FIRST AND
SECOND FLOOR DEMOUNTABLE PARTITION LOCATIONS.

2. SEE AS9-111 AND APPROPRIATE ELECTRICAL AND
— EI — — — @ MECHANICAL DRAWINGS FOR GROUND FLOOR CEILING
EQUIPMENT LOCATIONS.
SEE AS9-121 AND APPROPRIATE ELECTRICAL AND
MECHANICAL DRAWINGS FOR FIRST FLOOR CEILING
EQUIPMENT LOCATIONS.
SEE AS9-131 AND APPROPRIATE ELECTRCIAL AND
= Q MECHANICAL DRAWINGS FOR SECOND FLOOR CEILING

T = — - C7 EQUIPMENT LOCATIONS.
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[ 3. CEILING HEIGHTS ARE SHOWN TO BOTTOM OF
GRID SYSTEM OR GWB ABOVE FINISH FLOOR.
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5. DOOR EXIT SIGNS SHALL BE LOCATED 1'-0" CLEAR
FROMM DOOR TO WHICH EGRESS IS INDICATED.

L 7. UNLESS NOTED OTHERWISE, SEE AS9-111, AS9-121 AND
STAIR #1 AS9-131 FOR CEILING DETAILS AND REFERENCES FOR
ENLARGED PLANS.

6. CENTER SPRINKLER HEADS IN CEILING TILE UNLESS
OTHERWISE NOTED.
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RADIANT CEILING; REFER TO HVAC DRAWINGS
BULKHEAD @ 9'-0" AFF
OPEN TO STRUCTURE ABOVE; PAINTED

1‘1'-69/4" 1'-

=t OFFICE

[ [
9-0" | ®

OFFICE

1A105] | ,

—12'-0"_[—1 ] [ - ! 1A120

STAFF
LOUNGE

F1A1421

LIGHT FIXTURE; REFER TO ELECTRICAL DRAWINGS

HVAC DIFFUSER; REFER TO HVAC DRAWINGS

WOOD WORKS VECTOR CEILING TILE WITH PRELUDE
GRID AND AXIAN KNIFE EDGE TRIM
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DRYWALL CEILING

PROVIDE METAL CLOSURE PANEL; PAINT TO MATCH
RADIANT PANEL.

1/4" REVEAL; SEE DETAIL 20 ON AS2-101
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\ AUTOMATIC WINDOW SHADE |

RADIANT PANELS; SEE MH DRAWINGS FOR |
ADDITIONAL INFORMATION
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EXTERIOR SOFFIT

CEILING MOUNTED TV BRACKET

CEILING MOUNTED ACCESS PANEL,; PAINT TO MATCH
CEILING COLOR

WALL MOUNTED ACCESS PANEL; PAINT TO MATCH
WALL COLOR

AUTOMATIC WINDOW SHADE

@ First Floor Reflected Ceiling Plan - Alternate #2
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